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Can you identify a 
potential supplier 

Are you happy with self‐
certification?  

Does prospective 
supplier have ISO 
9001 Qualified 
Quality System? 

START  

Notified body 
approval 
mandatory 

Does/ will the equipment carry correct labelling? 
(Including Ex Mark, CE Mark, equipment category 

internal & external if different, max. surface 
temperatures, method of protection‐ usually ‘c’ for 

EN14986 compliant fan)  

Is ancillary equipment suitably certified? Electrical 
equipment (motor, actuator, instrumentation) should 

be suitably labelled.  

SAFE 

The Fan Manufacturers Association 
Guide to selecting suppliers of ATEX certified fans, complying with EN14986, for Industrial 

applications. 
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ATEX suppliers listed on 
www.feta.co.uk/fma 


